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AdheredFastened

FASTENERS REQUIRED @
12" O.C., WHEN MEMBRANE
ANGLES GREATER 2":12"
SLOPE

Induction Welded

ANGLE CHANGE FOR INDUCTION WELD

FASTENERS REQUIRED @
12" O.C., WHEN MEMBRANE
ANGLES GREATER 2":12"
SLOPE

ANGLE CHANGE FOR ADHERED AND MECHANICALLY ATACHED
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