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INSPECTION CHAMBER FOR DRAIN ORGANICS ASSEMBLY
(SPECIFIED BY OTHERS)

INTER-LOCKING METAL STRAINER & IB MEMBRANE
7 BASKET (SPECIFIED BY OTHERS)
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\ IB FASTENER & MEMBRANE
PLATE, 12°0.C.
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APPROVED INSULATION /

ROOF DECK
1" WIDE CONTINUQUS BEAD OF
WATER STOP SEALANT AT METAL
BOWL OF DRAIN FLANGE
NOTES:
1. REFER TO IB GENERAL CONSTRUCTION DETAIL RD-01 FOR SPECIFIC INSTRUCTIONS FOR ROOF

DRAIN INSTALLATION AND FLASHING REQUIREMENTS.
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